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Wall or Ceiling mount of SKH

1 . 2
Dowel 6x50 / CS Concrete Srew @6 mm

min. 50 mm

Insert the
Radiating Cable
to the SKH.

Setting of the screw or anchor.

It holds the cable
and it can be

adjusted for
orientation.
5 6
Close the flap.
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Wall or Ceiling mount of SKH with FSB

1 TILCA stud Anchor
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FSB

FSB Fire Safety Band to be added to SKH every 10m
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@6 mm
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A Insert the FSB in the right
position, mind the cut-out

B Bend down the strip

C Insert IPL
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Setting of the screw or anchor.

ammme>.
‘min. 40 mm‘
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Insert the
Radiating Cable
to the SKH.

Close the flap.

It holds the cable
and it can be
adjusted for
orientation.
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Insert the Radiation Cable
in the prefixing.

Bring the cable into the
right position.

Fix the cable by closing
the clamp.

Enter the FSB element into the
foreseen slot.
Push it through.

Tighten it firmly and twist it
one time (180 degr. or more)
to fix it.

| SKH for Radiating Cables
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